Subject: -
 Ambala area

At present, Ambala and its surrounding area is being supplied power from 2 Nos. 220 kV Substation namely Dhulkote (BBMB) with an installed capacity 2x45/60 MVA 220/66 kV transformers and Tepla with an installed capacity 2x100 MVA 220/66 kV transformers. There are 17 No 66 kV substations in District Ambala as per details given below:-

	Sr. No.
	Name of 66 kV substations
	Installed capacity 

	1
	Babyal
	(1x12.5/16 +  1x10/12.5) MVA 66/11 kV

	2
	I.O.C Ambala Cantt.
	2x12.5/16 MVA 66/11 kV + 2x4 MVA 66/6.6 kV

	3
	Barara
	(1x8 + 1x12.5/16 +1x10) MVA 66/11 kV  

	4
	Chaurmastpur
	2x12.5/16 MVA 66/11 kV  

	5
	Sadhopur
	(1x10 + 1x8) MVA 66/11 kV  

	6
	Kesri
	1x12.5/16 MVA 66/11 kV  

	7
	Jansui
	2x12.5/16 MVA 66/11 kV  

	8
	Saha
	1x12.5/16 MVA 66/11 kV  

	9
	Adhoya
	{2x12.5/16 + 1x6} MVA 66/11 kV  

	10
	Layalpur Basti 
	1x12.5/16 MVA 66/11 kV  

	11
	I .A. Ambala Cantt
	1x12.5/16 MVA 66/11 kV  

	12
	Barnala
	1x12.5/16 MVA 66/11 kV  

	13
	Naraingarh
	2x12.5/16 MVA 66/11 kV  

	14
	Shahzadpur
	2x12.5/16 MVA 66/11 kV  

	15
	Mullana
	1x12.5/16 MVA 66/11 kV  

	16
	Dukheri
	1x12.5/16 MVA 66/11 kV  

	17
	Sonda
	1x12.5/16 MVA 66/11 kV  

	18
	220kV Tepla
	1x12.5/16 MVA 66/11 kV  

	19
	220kV Dhulkote
	1x20 MVA 66/33 kV + 2x10/12.5 MVA 66/11 kV


The works which have already been approved by HVPN for improvement of power supply position in District Ambala are as under:

	S.No
	Name of Substation
	Description

	
	New Substations 
	

	1
	66KV substation Air Force Ambala Cantt.
	1x12.5/16 MVA 66/11 kV or 2x8 MVA 66/11 kV

	2
	66KV substation MES Ambala Cantt.
	1x12.5/16 MVA 66/11 kV or 2x8 MVA 66/11 kV

	3
	66KV substation Mohra
	1x12.5/16 MVA 66/11 kV

	4
	66KV substation Ugala
	2x12.5/16 MVA 66/11 kV

	
	Augmentation of existing substation

	1
	220 kV Tepla
	1x100 MVA, 220/66 kV 

	2
	66 kV Sonda
	1x12.5/16 MVA, 66/11 kV

	3
	66 kV Naraingarh
	1x12.5/16 MVA, 66/11 kV
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