Subject: -
 Panchkula area

At present, Panchkula and its surrounding area is being supplied power from 1 No. 220 kV Substation Madanpur with an installed capacity 2x100 MVA 220/66 kV and one No. 132 kV substation Pinjore (2x40+50) MVA 132/66 kV transformers. There are 8 No 66 kV substations in District Panchkula as per details given below:-

	Sr. No.
	Name of 66 kV substations.

	Installed capacity 

	1

	I.A Panchkula
	2x12.5/16 MVA 66/11 kV

	2
	Sector-1 Panchkula
	(2x12.5/16 + 1x10/12.5)  MVA 66/11 kV

	3
	Sector-3 Panchkula
	(1x12.5/16 + 1x7.5)  MVA 66/11 kV

	4
	Surajpur
	1x8 MVA 66/11 kV

	5
	Raipur Rani
	1x12/4/8 MVA 66/33/11 kV + 1x7.5 MVA, 66/11 kV



	6
	Barwala
	1x12.5/16 MVA 66/11 kV + 1x8 MVA, 66/11 kV



	7
	Mansa Devi
	1x12.5/16 MVA 66/11 kV

	8
	Kalka
	1x10/12.5 MVA 66/11 kV

	9
	220 kV Madanpur
	1x12.5/16 MVA 66/11 kV

	10
	132 kV Pinjore
	1x10/16 MVA 132/11 kV+1x7.5 MVA 66/11 kV


The works which have already been approved by HVPN for improvement of power supply position in District Panchkula are as under:

	S.
No.
	Name of Substation
	Description

	A
	New Substation
	

	1
	Sector-22 Panchkula
	2x12.5/16 MVA 66/11 kV (HSIIDC)

	B
	Augmentation of existing Substations 


	1
	220 kV Madanpur (Panchkula )
	1x100 MVA, 220/66 kV

	2
	66 kV I.A. Panchkula
	1x12.5/16 MVA, 66/11 kV
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