Subject: -
 Power Infrastructure in Rewari district.

At present, Rewari and its surrounding area is being supplied power from 220 kV substation Rewari {Installed capacity (2x100 + 1x50) MVA 220/132 kV transformers}. There are 5 No 132 kV substations and 1 No. 66 kV in District Rewari as per details given below:-
	Sr. No.
	Name of 132 kV substation
	Installed 
capacity in MVA

	
	
	132/33 kV
	132/11 kV
	66/11
	66/33
	33/11

	1
	Bawal
	-
	2x10/16
	-
	-
	-

	2
	Bawal (HSIIDC)
	
	1x16/20
	-
	-
	-

	3
	Pali-Gothra
	-
	2x10/16
	-
	-
	-

	4
	Barauli
	1x10/16
	2x10/16
	-
	-
	-

	5
	Kosli
	2x20/31.5
	-
	-
	-
	4MVA 5MVA 6.3/8 MVA 



	6
	Dharuhera
	-
	-
	1x12.5/16+1x10/12.5
	1x16/20
	-

	7.
	220 kV Rewari
	2x20/25
	2x10/16
	-
	-
	-


2.
The additional work approved by HVPN for improvement of power supply position in District Rewari are as under:

	S. No.
	Name of Substation
	Description

	
	New substations
	

	1
	132 kV Dahina
	2x10/16 MVA 132/11 kV

	
	Augmentation of existing Substations

	1
	132 kV Bahu 
	1x20/25 MVA 132/33 kV or Lower capacity ( for M/s Aravali Power Company Private Limited).


Rewari (Final)

